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Abstract—This study focuses on a virtual synchronous ma‐
chine (VSM) based on voltage source converters to mimic the
behavior of synchronous machines (SMs) and improve the
damping ratio of the power system. The VSM model is simpli‐
fied according to some assumptions (neglecting the speed varia‐
tion and the stator transients) to allow for the possibility of
dealing with low-frequency oscillation in large-scale systems
with many VSMs. Furthermore, a virtual power system stabiliz‐
er (VPSS) structure is proposed and tuned using a method
based on a linearized power system dynamic model. The linear
and nonlinear analyses examine the stability of two modified
versions of a 16-machine power system in which, in the first
case, partial classical machines are replaced by VSMs, and in
the second case, all SMs are replaced by VSMs. The simulation
results of the case studies validate the efficiency of the proposed
control strategy.
Index Terms—Synchronous machine (SM), small-signal stabili‐
ty, transient stability, virtual power system stabilizer (VPSS),









δ Angular position of rotor with respect to
synchronous rotating frame
ω, ωs Angular speed and synchronous speed
ψabc=[ψa, ψb, ψc]
T Vector of abc instantaneous stator flux
ψdq0 = [ψd, ψq, ψ0]
T Vector of dq0 instantaneous stator flux
ζ Damping ratio
1/K Integrator gain
A, B, C, and D Matrices of state, input, output, and feed‐
forward
Eq Synchronous internal voltage mimicked by
virtual synchronous machine (VSM)
EB Infinite bus voltage
eabc=[ea, eb, ec]
T Vector of abc instantaneous stator voltage
edq0=[ed, eq, e0]
T Vector of dq0 instantaneous stator voltage
efd, ifd, Rfd, ψfd Field voltage, current, resistance, and flux
H, Dp Inertia constant and damping constant
KA, TA Time constant and gain of automatic volt‐
age regulator (AVR)
KVPSS Gain of virture power system stabilizer
(VPSS)
iabc=[ia, ib, ic]
T Vector of abc instantaneous stator current
idq0=[id, iq, i0]
T Vector of dq0 instantaneous stator current
Laa0, Lab0 Proper and mutual inductances of stator
Labc Matrix of abc stator inductance
Labc - r (θ) Vector of abc stator-rotor mutual induc‐
tance
Lad, Laq d- and q-axis mutual inductances owing to
flux that links rotor circuits
Ldq0 Matrix of dq0 stator inductance
Ldq0 - r(θ), Lr - dq0(θ) Vectors of dq0 stator-rotor and rotor-stator
mutual inductance
Ld, Lq d- and q-axis stator self-inductances
Lffd, Lafd Proper inductance of field circuit and mu‐
tual inductance of stator-field circuit
Ll Leakage inductance owing to flux that
does not link any rotor circuit
Pθ Park transformation matrix from abc vari‐
ables to dq0 variables that keeps the same
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peak values (θ = δ - π/2)
Pe, Qe Active and reactive power outputs of VSM
Pref, Qref Reference values of active and reactive
power of VSM
RE+jXE Line impedance
Te, Tm Electrical and mechanical torques of VSM
Tw Washout circuit time constant of VPSS
T1, T2, T3, T4 Lead-lag time constants of VPSS
T5 Linearization time constant
U, X,Y Input, state space, and output variables
uVPSS Output signal of VPSS
uAVR Output signal of AVR
Vt, It Terminal voltage and current of VSM
Vref Terminal reference voltage of VSM
Xs Synchronous reactance
I. INTRODUCTION
NOWADAYS, power systems may contain many greendistributed generators (DGs) supplying the power via
voltage source converters (VSCs). In addition, DGs are char‐
acterized by their intermittent fluctuations and unpredictable
behaviors, which might affect the overall system damping by
decreasing the overall inertia [1] since they lack a rotating
mass. Due to the strong electromechanical coupling in the
synchronous machine (SM), the kinetic energy of the storage
systems provides an additional rotating inertia, which is im‐
portant for the power system stability [2], [3].
In the past, power systems possessed a sufficient inertia to
dampen any eventual perturbation, and the occurrence proba‐
bility of variation was small. However, this fact is no longer
valid today, especially when the penetration of green sources
is emerging. Accordingly, the dynamic is faster than before,
and it also brings new challenges to power system control.
Moreover, the oscillation become significant with the re‐
placement of traditional SMs, which are the origins of rotat‐
ing inertia. Hence, the damped low-frequency modes are
likely to be poorer than those of the traditional power sys‐
tem. Some power utilities choose to limit the penetration
threshold of DGs to control this growing situation [4]. How‐
ever, this option is no longer a suitable choice because of
the energy transition.
Since most DGs are equipped with VSCs, the missed iner‐
tia can be mimicked by an adequate pulse width modulation
(PWM) strategy. The VSC that emulates SM behavior is
called virtual synchronous machine (VSM) [5], [6] or some‐
times synchro-inverter [7] - [9]. Many studies have explored
the concept of real-time implementation of VSMs [7], [10]-
[12] and how to dampen the oscillation [6], [13]-[16]. Some
scholars use the supplementary control while others use the
tuning of VSM parameters to emulate the power system sta‐
bilizer (PSS) and the inertia constant or damping coefficient
[17], [18].
For instance, [17] tunes the parameters of the swing equa‐
tion of VSM in real time by proposing the alternating mo‐
ment of inertia (AMI) method, where the inertia of VSM is
set to be a high value when the VSM is in the acceleration
mode; otherwise, the inertia is set to be a low value when
the VSM is decelerating. The only weakness of this ap‐
proach is its relatively large overshooting. Recently, [18]
demonstrates the direct connection of the auxiliary damping
controller (ADC) to the active power loop. This is contrary
to the PSS, as it is difficult to change the mechanical torque.
In this approach, the system does not require any phase com‐
pensation, and pure damping can be achieved with a wash‐
out block and gain, which is directly added to the active
power loop.
VSM has all the benefits and weaknesses of the SM. For
example, the problem of oscillation in the SM may even ex‐
ist in the VSM. VSMs exhibit oscillation as they emulate the
swing equation of the classical SM. Furthermore, the option
of the VSM can be extended to the PSS, which is called vir‐
tual PSS (VPSS) in this paper.
The VPSS, which has the same structure as the PSS, is
implemented in the VSM routine to dampen the low-frequen‐
cy oscillation. The difference between the normal PSS and
VPSS should be examined. In the PSS, a supplementary sig‐
nal must be added to the reference voltage of the excitation
circuit; however, in the VPSS, a supplementary signal must
be added to the reference voltage of the voltage-reactive
power loop. Section II-C is dedicated to confirming the feasi‐
bility of such damping control through a single VSM con‐
nected to an infinite bus (SVSMIB) system. The VPSS per‐
forms better than the ADC [18], and Section II-D confirms
that it can fulfill all possible control techniques and struc‐
tures that the well-known PSS can achieve. Furthermore, the
VPSS generates less overshooting than the AMI method.
Since the performances of VPSS and ADC for the dynamic
stability improvement are similar, VPSS can be considered
as an alternative to the ADC.
The VSM and VPSS models are added to the power sys‐
tem toolbox (PST) [19] for a time-domain simulation and lin‐
ear routine platform. VPSS tuning follows the classical ap‐
proach proposed by Larsen [20], where the VPSS provides a
phase lag between the reference and output voltages of VSM
as small as possible.
The most suitable domain for studying electromechanical
oscillation is the phasor domain. Hence, a PSS-VSM phasor
model is used to analyze the dynamic stability of large-scale
power systems with many VSMs, where the coordination of
the damping controllers, namely VPSSs, is required because
the control of one oscillation mode can alter the other
modes. By adopting some assumptions in the phasor model
discussed in Section II, the simulation step size can be in‐
creased, helping increase the system size and simulation
time. This is how well-known commercial packages such as
Eurostag®, PowerFactory®, and PSS/E® simulate large-scale
systems in the phasor model for system-wide stability stud‐
ies for a simulation period varying from a few seconds to 10-
20 min.
The main contributions of this study are as follows.
1) The phasor models of the VSM and PSS-VSM are de‐
rived and established. The VSM model is simplified to im‐
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prove the efficiency so that it can handle the stability prob‐
lem of large-scale power systems containing many VSMs.
2) Based on the phasor models, the VPSS controller is
proposed to dampen the oscillation by adding a supplementa‐
ry signal to the reference voltage of the voltage-reactive
power loop.
3) A classical adjustment method is applied to complete
the coordinated control of multiple VPSS damping control‐
lers.
Therefore, the main focus of this study is to acquire the
knowledge of the system behavior when it contains many
VSMs and investigate how the VPSS dampens the power
system oscillation. To investigate the occurrence of low-fre‐
quency modes and the ability of the VSMs to improve the
power system inertia, a modified IEEE 68-bus New York-
New England power system is used as the benchmark where
some SMs are replaced by VSMs.
Furthermore, the tuning of VPSS parameters uses the clas‐
sical tuning method in conjunction with the modal analysis
and the participation factors to identify which part of the net‐
work is responsible for the oscillation and at which VSM
the VPSS should be installed.
II. CONTROL STRATEGY ANALYSIS
Since the VSM mimics the SM behavior, it is appropriate
to follow the procedures used for the classic SM model.
Many different SM models in the literature are based on the
current orientation, operation mode (motor or generator), and
assumptions [2], [19]. However, considering that the VSC
has to imitate the SM behavior, Kundur’s approach [2] is
the most suitable for this purpose.
The VSM model is simplified in this study with some as‐
sumptions, which are divided into two parts as follows.
1) The first part is related to the choice made on the VSM
structure, such as neglecting the eddy currents, damper ef‐
fects, saturation, and unbalanced operation. These assump‐
tions were adopted by [7].
2) The second part is mandatory to study the electrome‐
chanical oscillation where the phasor domain is selected and
the PST package is used, which consists of neglecting the
transformer voltage terms, neglecting the effect of speed vari‐
ation, and finally neglecting the saliency, as the PST pack‐
age assumes no saliency. These assumptions lead to a signifi‐
cant reduction in the computation time and allow us to in‐
crease the integration steps for the simulation of a large-
scale power system.
Assuming that the rotor is round and the stator has a
small resistance, which can be neglected, the stator and rotor
voltages are shown as (1) and (2), respecetively.
eabc = pψabc (1)
efd =Rfdifd + pψ fd (2)
With neglecting the saturation, the flux is linearly depen‐
















Labc Labc - r (θ)







































úcos θ cos ( )θ - 2π3 cos ( )θ + 2π3
T
(4)
Using the Park transformation matrix Pθ that keeps the
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Ldq0 - r = [ ]Lafd 0 0
T
L0 = 0

























The speed voltages ψq pθ and ψd pθ are sufficiently slow-
varying so that they are considered as constant. However,
the transformer voltage terms pψdq0 are usually neglected be‐
cause the stator transients are sufficiently fast that it is not










eq =ωψd =-ωLdid +ωLafdifd
efd =Rfdid + p ( )Lffdifd - 32 Lafdid
(7)
The per-unit transformation is based on the guidelines out‐
lined in [2], and the leakage inductance Ll and mutual induc‐






ed =ω(Ll + Laq)iq
eq =-ω(Ll + Lad)id +ωLadifd
efd =Rfdid + p(Lffdifd - Ladid)
(8)
As the angular speed is assumed to change very slowly,
we take it as a constant, namely ω» 1p.u.. By neglecting sa‐
liency, Xs = Ll + Lad = Ll + Laq, which allows us to develop the
simplified phasor representation of the VSM as:
ed =Xsiq (9)
eq =-Xsid +ωLadifd =-Xsid +Eq (10)
where Eq =ωLadifd.
The active and reactive power sent to the network can be
calculated by:
Pe = edid + eqiq =ωLadifdiq (11)
Qe =-ediq + eqid =ωLadifdid -Xs (i2d + i2q) (12)
The term Ladifd in (8) - (10) is the control variable that
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matches the SM behavior.
The mechanical part of the SM is vital for damping power





(Pref -Pe -Dp (ω- 1)) (13)
pδ =ωs (ω- 1) (14)
The structures of the active power, reactive power, and
voltage regulation of the VSM taken from [7], which are im‐
proved by the automatic voltage regulator (AVR) and the
VPSS, are shown in Fig. 1. As the terminal voltage Vt is
close to Eq (Vt »Eq), Eq can replace Vt for the AVR input.
The fictive reactance Xs of the VSM is assumed to belong to
the network. The stator resistance rs can be added, but here
it is neglected.
The load flow is performed to initialize the state variables
of the VSM and obtain the reference values of active and re‐
active power Pref and Qref and the terminal voltage reference
Vref . The basic state variables of VSM are ωδLadifd and
they can be augmented by the state variables of the AVR
and VPSS.
The three basic state variables are initialized as:
ω(0)= 1 (15)
δ(0)= arctan(Vt + jXs It) (16)
Ladifd (0)=
P
Im ( )Itej( )π2 - δ(0) (17)
A. VPSS Control Method
The VPSS is a controller that acts as a classical PSS by
adding an auxiliary signal to dampen the power swing rapid‐
ly and improve the power system dynamic performance. Its









The speed variation signal is selected from the commonly
used signal to this end. The VPSS can sense the power
change of the VSM, control the reference value of reactive
power, and dampen the oscillation by producing an adequate
component of the electrical power of VSM in phase with the
speed change. The VSM should guarantee an adequate phase
compensation block for the phase lag between Vref and
Pe [20].
B. Accuracy of Approximate Model
As mentioned in Section II-A, the assumptions are
grouped into two parts. The first part is related to the choice
made on the SM to be imitated (or SM imitation). In the sec‐
ond part, the transformer voltage term pψdq0 and the effect of
the speed variation are neglected, as the interest of our study
is in the power system stability.
The terms pψq and pψd represent the stator transient (i.e.,
the AC side of the VSC). By neglecting these terms, we
keep only the fundamental frequency components, which
causes the stator voltage equations to appear as algebraic
ones. This approach is justified by the fact that the transient
associated with the network decays quickly. Hence, it is al‐
most unnecessary to model the effects of these terms. More‐
over, to counterbalance the effect of neglecting these terms,
the effect of the speed variation in the stator is neglected [2].
To confirm these assumptions, a three-phase short-circuit
fault with duration is applied during the six cycles on an
SVSMIB system shown in Fig. 2 (the SVSMIB parameters
are presented in Appendix A) and cleared within 0.1.
Figure 3 shows the response of the system with and with‐
out the two aforementioned assumptions (neglecting or in‐
cluding the transformer voltages pψqpψd and speed varia‐
tion), which confirms that it is an acceptable assumption to
omit the transformer voltage and speed variation terms. The
inclusion of these transients significantly increases the order
of the overall system; hence, it limits the system size to be
simulated. Furthermore, the system without these assump‐
tions requires a small time step, as it contains high-frequen‐





























































Fig. 1. Schematic diagram of VSM. (a) Structure of VSM. (b) VSM con‐
necting to power grid.
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C. Small-signal Analysis for SVSMIB
To examine the ability of the proposed VPSS to produce a
damping torque component (i.e., a component in phase with
the deviation of angular speed), the small-signal model of
the SVSMIB system shown in Fig. 2 is developed.
Around an equilibrium operation point (δ0, E 0q, V
0
t ), the

















Appendix A presents the constants K1 - K7 and other pa‐
rameters (m1m2n1n2) related to the system in Fig. 2. Fig‐
ure 4 depicts the linearized system after adding the swing




































Fig. 4. Diagram of linearized SVSMIB system.
Assuming a low time constant TA (i.e., TA ≈ 0), DEq procu‐























This system exhibits only one local mode, typically with a
frequency of 1 Hz (s = 6j, f = 1 Hz). Hence, at s = 6j, (22)
gives DTVPSS = (1.05Ð- 9°) DuVPSS. For a pure damping
torque, DTVPSS should be in phase with Dω at a frequency of
1 Hz, and Dω should be proceeded via a phase-lead compen‐
sator (i. e., VPSS) so that the signal is advanced by 9° at 1
Hz. The appropriate phase-lead network is in cascade with a
washout block that serves to subtract the low-frequency com‐
ponents of the signal. The gain KVPSS = 10 is obtained from
the root-locus plot (as shown in Fig. 5), which provides suf‐
ficient damping (15%). Hence, the adequate lead lag VPSS
can be calculated as:
Du=KVPSS ( 10s1+ 10s ) ( 1+ 0.19s1+ 0.14s ) Dω (23)
The speed deviation owing to a 1% increase in ΔTm at 1 s
is presented in Fig. 6, which indicates that the VPSS is an
option to enhance the system damping.
For comparison, the control methods of [17], [18] are se‐
lected. For example, as discussed earlier, the AMI method in
[17] sets a large value of the inertia to Hbig = H and a small
value to Hsmall = H/6, which is known as the bang-bang con‐
trol strategy. However, [18] uses the concept of accessibility
to the power reference control (unlike the SM, where the ac‐
cess to the mechanical torque control is difficult), where the
ADC consists of a gain, a washout, and the phase compensa‐
tion, i. e., ADC(s)= 100s(1+ 0.19s) [(1+ 10s) (1+ 0.14s)]. Note
that the phase to be compensated is Pe (s)/Pref(s).
It is important to underline that we can use the ADC with‐
out its phase compensation, just with its gain and its wash‐



























Neglecting transformer voltages and speed variation
Including transformer voltages and speed variation
Fig. 3. Effect of neglecting or including transformer voltages and speed
variation. (a) Response profile of rotor angle δ. (b) Response profile of gen‐
erator speed ω.
















Damping ratio of 5%
Damping ratio of 15%
Without VPSS
Eigenvalues with various KVPSS 
Fig. 5. Eigenvalues with VPSS gain.
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out block (100s/(1+ 10s)), as it will act directly as an ideal
damper.
Figure 6 clearly shows that the AMI method is character‐
ized by a relatively high overshooting among the three meth‐
ods, i.e., the proposed VPSS, AMI method, and ADC. How‐
ever, the performance and control design processes of both
methods, i. e., the proposed VPSS and ADC, are similar.
Hence, VPSS can be considered as a new alternative to the
ADC. Furthermore, a closer inspection of the enlarged view
in Fig. 6 suggests that the VPSS can stabilize the system
slightly faster than the ADC.
D. Small-signal Analysis for Multimachine System
Before the small-signal analysis, the state space model of
a power system with one or more machines should be built
around an equilibrium point (operation point):
{pX =AX +BUY =CX +DU (24)
This linearized model can be constructed in two ways.
The first is the analytical method in which the linearized
models of each device are computed analytically from the Ja‐
cobian matrices of the nonlinear state equations of the devic‐
es, and all individual state space models are gathered with
the algebraic equations representing the network and the sta‐
tors of machines to build the full linearized model depicted
in (24) [20].
Although the analytical method is accurate, the models for
the nonlinear simulation are different from those for the lin‐
ear analysis. On the other hand, the numerical method is an
alternative, where the Jacobian matrix is calculated numeri‐
cally using a sequence of small perturbations for each state
variable, even though it is less accurate than the analytical
method. However, it has the advantage that the models used
for the linear and nonlinear simulations are the same.
In this study, the PST is used, where the linearized model
is computed numerically. To increase the accuracy of the nu‐
merical method, the perturbation is performed for negative
as well as positive steps, and the average values are taken
[22]. Furthermore, newly emerging techniques can be select‐
ed, which are semianalytical methods, using the power series
in the time domain to approximate the differential-algebraic
equations of the power system [23].
III. CASE STUDY
A. System Description
The most commonly used power system in low-frequency
studies is the multimachine power system [20], as depicted
in Fig. 7. This network contains five areas. Area 5 and prac‐
tically the entire area 4 have detailed models. However, each
of the remaining areas (areas 1, 2, and 3) is represented by
one equivalent machine.
To examine the ability of the virtual synchronous genera‐
tors to dampen the low-frequency oscillation, three cases are
analyzed.
Case 1: only the classical SMs in areas 4 and 5 are re‐
placed by identical VSMs (except for generator 1).
Case 2: all the 16 classical SMs are replaced by identical
VSMs.
Case 3: all the 16 classical SMs are kept in service [19].
The VSM parameters are summarized in Table I, the data
of which are taken from [20], ensuring that the behavior of
the VSM is closer to that of classical SMs. For the VPSS pa‐
rameters, T1 - T4 are chosen to provide a phase lead in the
frequency range of 0.1-2 Hz. The gain KVPSS is chosen to pro‐
vide adequate damping and should be minimized as much as
















With VPSS; Without VPSS; With AMI [17]
With ADC [18]; With ADC without phase compensation





































































 Tie line; VSM; SM 
Area 1; Area 2; Area 3; Area 4; Area 5
Fig. 7. Modified IEEE 68-bus New York-New England power system with
VSMs in areas 4 and 5 (case 1).
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possible. Tw is selected from 1-20 s. KA and TA represent the
simple virtual AVR constants. H and Xs are taken to be
equal to the SM values they replace. From Fig. 1, the time
constant of the frequency-droop loop is τ f = 2H/Dp [7]. If we
adopt τ f = 0.01 s, then Dp = 2H because the delay is neglect‐
ed, and τ f can be quite small. Similarly, τv = K/ (ωs KA) (if TA
is neglected). If KA and τv have already been fixed, K can be
easily set. The abovementioned time constants can be set to
be very small values because no delay is involved in these
two loops, unlike the case of the SM where delays exist.
B. Small-signal Stability Analysis Results
The linear analysis of the power system for case 1 reveals
many poorly-damped eigenvalues (with a damping ratio of
less than 5%) and one unstable mode (at the right-half side),
as shown in Fig. 8. This network exhibits 10 oscillatory low-
frequency modes in case 1 (as shown in Table II) and 12 os‐
cillatory low-frequency modes in case 2 (as shown in Table
III). In case 1, the frequency range of these modes is from
1.0070 to 1.7639 Hz. There are nine stable poorly-damped
modes and one unstable mode. All of these 10 modes are lo‐
cal ones, as their frequencies range from 1 to 2 Hz.
The speed participation factor (SPF) can identify which
VSM is responsible for the undamped mode. The SPF of the
jth mode for a change in the ith diagonal element that corre‐
sponds to the speed state variable order is calculated as:
pij = vj (i )uj (i ) (25)
In addition, the SPF indicates which VSM speed signal
could significantly impact an eventual mode. Figure 9 shows
the SPFs of the low-frequency modes in case 1. The number
of VSMs that participate in a mode increases when the
mode frequency decreases. The modes with a higher frequen‐
cy are the local ones associated with fewer machines. Con‐
versely, those with a lower frequency are the intermodes and
involve more virtual machines.
A VPSS is proposed to increase the damping ratio ζ of
these modes, as shown in Fig. 1. The bar charts depict a
VSM where the highest value of the real SPF coincides.











3.4000; 4.9494; 4.9623; 4.1629
4.7667; 4.9107; 4.3267; 3.9150
4.0365; 2.9106; 2.0053; 5.1791
4.0782; 3.0000; 3.0000; 4.4500
0.6800; 0.9899; 0.9925; 0.8326
0.9533; 0.9821; 0.8653; 0.7830
0.8073; 0.5821; 0.4011; 1.0358




0.2480; 0.4253; 0.3831; 0.2995
0.3600; 0.3543; 0.2990; 0.3538
0.4872; 0.4868; 0.2531; 0.5525












Damping ratio of 5% 





















Fig. 8. Results of eigenvalues. (a) Case 1. (b) Case 2.
TABLE II

























































Note：bold mode is unstabe mode.
TABLE III



































































Note: underlined mode is interarea, which is presented to show characteris‐
tics of this type of mode.
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VPSSs at these VSMs are mandatory. Another choice con‐
sists of the tuning of Dp and H. This option is examined at
the end of this study. The 41st mode is owing to the oscilla‐
tion of VSM 11 against the entire system. It is essential to
increase the damping of this mode using a VPSS.
C. VPSS Control Results
Considering that the frequency and angle do not vary, the
VPSS phase lead must match the phase lag between VSM
reference voltage of VSM Vref and active power output of
VSM Pe as much as possible. Practically, this can be
achieved by eliminating the rows and columns of the state
space matrices corresponding to the state variables of angle
and angular speed [20]. This cannot be measured; however,
this phase is close to the negative of the phase lead between
Vref and Vt, which could be measured in-situ with system
conditions so that all modes are stable.
First, the ideal phase lead of each VSM is evaluated sepa‐
rately, as they are independent of the VPSS [20]. Then, we
add the first VPSS and adjust its gain until we meet the de‐
sirable damping. The second VPSS is added to the system
with the first VPSS, and the gain of the second VPSS is ad‐
justed. This step-by-step method is followed until we guaran‐
tee an acceptable minimum damping ratio, generally greater
than 5% [20].
The proposed VPSS phase-lead compensation elaborated
by the trial error method is shown as Fig. 10 in blue. With
such a phase compensator, the VPSS acts as an ideal damp‐
er, i.e., it produces a torque in antiphase to the VSM speed
in the range of frequencies that are of interest (0.1-2.0 Hz).
Since the VSMs have the same time constant loops, the ob‐
tained compensation works well for all of the machines.
Figure 11 shows the root locus, which reveals that
K11 = 50 is sufficient to move away the mode of interest
from the unstable area, even over the damping ratio of 10%.
The gain of the compensator at high frequencies, which is
proportional to T1T3 /T2T4, should be minimized as much as
possible. Furthermore, the damping ratio is 18.5%. As men‐
tioned above, the 41st mode is a local one, and there are no
other altered ones.
Applying the previous method to the remaining 10 modes
leads to undesirable and poorly-damped modes. In particular,
these are interarea modes associated with more than one
VSM. Accordingly, when the damping ratio of the local
modes increases, those relative to the interarea modes may
decrease. The same analysis is performed for case 2; howev‐
er, the results of case 3 are taken from [19]. Table IV sum‐
marizes the VPSS gains for cases 1 and 2, which are ob‐
tained through the root-locus method. Notice that the VPSS
time constants are the same for cases 1 and 2, as depicted in
Fig. 10 (Tw = 10, T1 = 0.02 s, T2 = 0.06 s, T3 = 0.01 s, and
T4 = 0.01 s). Figure 12 depicts the linear analysis for cases 1
and 2. The minimum damping ratio increases to 10%. Thus,
the system damping becomes sufficient.
(a)












































Fig. 9. SPFs of low-frequency modes in case 1. (a) The 20th, 22nd , 24th,
26th, and 28th modes. (b) The 30th, 33rd, 35th, 37th, and 41st modes.
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Fig. 11. Root locus with VPSS gain VSM 11.
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D. VSM-VPSS Damping Performance Analysis
Two contingencies check the trustworthiness and reliabili‐
ty of the VSMs and VPSS for damping the low-frequency
modes. In the first contingency, a three-phase fault at bus 1
on line 1-2 is applied during six cycles. In the second contin‐
gency, a three-phase fault at bus 29 on line 29-28 is applied
for the same duration.
As shown in Figs. 13 and 14, it is confirmed that the
VPSS increases the overall system damping. For both contin‐
gencies, the angular speeds converge to steady values faster
with the VPSS.
E. Tuning Analysis of Dp
In this subsection, the impact of the parameter Dp on the
oscillation mode damping is studied. For each value of Dp,
from its initial value to a relatively infinite value (+∞), the
system is linearized, and the eigenvalues are computed to de‐
fine the value of Dp that improves the damping of the de‐
sired mode without altering other modes.
Case 1 is taken as an example. Based on Tables II and III,
the 41st mode is related to VSM 11. Consequently, Dp11 will
be varied until the damping ratio of the 41st mode exceeds
10%. Figure 15 shows the linear analysis when Dp11 changes
from its initial value to a relatively infinite value. It is ade‐
quate for the value of Dp11 to be 15.
The same method is adopted for the remaining modes un‐
til all of them are moved to the desired damping area. The
obtained new Dp values are shown in Fig. 16.
Based on the angular speed of the first SM represented in
Figs. 13 and 14, it seems that both of the proposed methods
can dampen the low-frequency oscillation. The angular
speed of the first machine reaches its steady-state value for
the two contingencies. The VPSS damping technique is pre‐
ferred because it allows us to easily determine the desired
damping ratio and which part of the system is responsible
for the undamped mode. This can be considered as an extrin‐
sic method. However, the Dp technique is regarded as an in‐
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Case 1 (with VPSS)
Case 1 (with Dp tuning)
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Fig. 13. Diagram of the first contingency.
Case 1 (without VPSS); Case 1 (with VPSS); Case 1 (with Dp tuning)
Case 2 (without VPSS); Case 2 (with VPSS)
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With 10 VPSSs
Fig. 12. Eigenvalues of 16 VSMs and 12 VPSSs. (a) Case 1. (b) Case 2.
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IV. CONCLUSION
In this paper, the VSM modeling and tuning are presented
to investigate and mitigate the poorly-damped modes in cur‐
rent power systems with several green energy sources. More‐
over, the ability of power systems to operate in presence of
the inverter-based generation would be possible only by add‐
ing a damping controller such as the VPSS or by adjusting
the damping constant Dp. Due to the lack of inertia, the in‐
verter-based sources exhibit eventually undamped and/or un‐
stable low-frequency modes. Nevertheless, the VPSS well
masters damping in line with other available methods.
In this study, it was assumed that VSMs are plugged into
constant-power green sources. In future work, various wind
turbines and photovoltaic models will be added.
APPENDIX A
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K1 = n1 E 0q (A12)
K2 = n2 E 0q + i0q (A13)
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SVSMIB parameters are given as shown in Table AI.



























Damping ratio of 10%; Dp11 = 10; Dp11 = 15
Dp11 = 0.4011; Dp11      +∞ Dp11 = 20;
Damping ratio of 5%Eigenvalues with various Dp11;
Fig. 15. Eigenvalues when Dp11 changes from 0.4011 to +∞ . (a) Full plot.
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SVSMIB initial values are calculated as shown in Table
AII.
Linearized constant values are given as shown in Table
AIII.
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